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1 TESTED EQUIPMENT 

 

MANUFACTURER COUNTRY MODEL PROTOCOL  TYPE DATE 

NR Electric China  
PCS-9705S 
Firmware version: 1.0 

PRP version: PRP 2.00 

PRP IED 2018-05 

NR Electric China  
PCS-9611S 
Firmware version: 1.0 
PRP version: PRP 2.00 

PRP IED 2018-05 

NR Electric China  
PCS-978S 
Firmware version: 1.0 

PRP version: PRP 2.00 

PRP IED 2018-05 

NR Electric China  
PCS-931S 
Firmware version: 1.0 
PRP version: PRP 2.00 

PRP IED 2018-05 

NR Electric China  
PCS-915SC 
Firmware version: 1.0 
PRP version: PRP 2.00 

PRP IED 2018-05 

NR Electric China  
PCS-902S 

Firmware version: 1.0 
PRP version: PRP 2.00 

PRP IED 2018-05 

Schneider 

Electric 

Finland 
Easergy P3T32 
Software version: V30.105 
 

PRP IED 2018-01 

Schneider 

Electric 

Finland 
Easergy P3M32 
Software version: V30.105 
 

PRP IED 2018-01 

Schneider 

Electric 

Finland 
Easergy P3M30 
Software version: V30.105 
 

PRP IED 2018-01 

Schneider 

Electric 

Finland 
Easergy P3L30 
Software version: V30.105 
 

PRP IED 2018-01 

Schneider 

Electric 

Finland 
Easergy P3G32 
Software version: V30.105 
 

PRP IED 2018-01 

Schneider 

Electric 

Finland 
Easergy P3G30 
Software version: V30.105 
 

PRP IED 2018-01 

Schneider 

Electric 

Finland 
Easergy P3F30 
Software version: V30.105 

 

PRP IED 2018-01 

ABB Oy Finland REF620 

Firmware version: 2.1.6 

PRP IED 2017-11 

Schneider 

Electric / Vamp 

Oy 

Finland Easergy P3U 

Firmware version: V30.104 

PRP IED  2017-11 
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MANUFACTURER COUNTRY MODEL PROTOCOL  TYPE DATE 

Siemens Germany SIPROTEC 7SJ66 

Firmware version: 04.30 

PRP  IED 2017-08 

ABB Oy Finland REF615 

Firmware version: 5.1.10 

PRP IED 2017-07 

ABB AB Sweden REL670 

Firmware version: 2.1.1.2 

PRP IED 2017-06 
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